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Tasmanian Gas Pipeline Licence

1.

Grant of Licence

The Regulator, in exercise of the powers conferred by section 10 of the Act,
grants the Licensee a pipeline licence to construct and or alter the Authorised

Pipeline (regulated activity) for carrying natural gas subject to the conditions
contained herein.

Definitions and Interpretation

2.1. In this licence, words and phrases appearing italicised in bold type:

2.1.1. which are defined in the Act, have the same meaning when used
in this licence; and

2.1.2. which are not defined in the Act, have the meaning ascribed to
them in Part 1 of Schedule 1.

2.2. This licence must be interpreted in accordance with Part 2 of Schedule 1.

3.

Construction of the Authorised Pipeline

3.1. The Licensee must construct the Authorised Pipeline in accordance
with the description and technical and design specifications contained

in Schedule 2, except otherwise authorised by section 19 of the Act.

3.2. The Licensee must construct the Authorised Pipeline in accordance
with any plan to address safety issues as required under the Act and

with any directions or requirements of the Director of Gas Safety.

3.3. The Licensee must notify the Regulator of any alteration of the
Authorised Pipeline. Such notification must be accompanied by a
copy of a permit or other authority for the construction of the pipeline

under any relevant law, other than the Act, in respect of the alteration.

3.4. Upon receipt by the Regulator of:

(a) notification in accordance with clause 3.3; and
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(b) confirmation by the Director of Gas Safety that any safety

concerns raised by the alteration are adequately addressed,

Schedule 2 of this licence will be deemed to be amended by
agreement, pursuant to section 23(a) of the Act, so as to reflect the

altered Authorised Pipeline.

4. Term of Licence

Subject to the Act, this licence takes effect on and from 15 July 2008 for a period

of five (5) years.

5. Payment of fees

The Licensee must pay as directed by the Regulator a fee determined in

accordance with section 14 of the Act.

6. Compliance with Law and Standards

6.1.

The Licensee must comply with all applicable laws (including all
applicable provisions of the National Gas Code) and requirements
(including any technical or safety requirements) and with all relevant

recognised standards and practices applicable to the construction of a

Pipeline.

6.2. The Licensee must use best endeavours to ensure that each
contractor engaged by it complies with the terms and conditions of this
licence, to the extent that such terms and conditions are relevant to
that contractor.

7. Provision of Information
7.1. The Licensee must provide to the Regulator and or the Director of

Gas Safety, within the time specified in a written request for
information from the Regulator or Director of Gas Safety, any

information the Regulator or the Director of Gas Safety may
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reasonably require relating to the construction of the Authorised

Pipeline.

7.2. If the Licensee becomes aware of any material breach of, or
non-compliance with, the Act, the regulations, the National Gas
Code, or this licence, the Licensee must notify the Regulator of the
breach or non-compliance as soon as practicable and provide such
information as the Regulator requires in relation to the breach or

non-compliance.

7.3. The Licensee must immediately advise the Regulator in the event of
any material breach, variation, surrender, revocation or cancellation of
any permit or other authority issued to the Licensee directly relevant
to the construction of the Authorised Pipeline, and must provide such
information as the Regulator requires in relation to the breach,

variation, surrender, revocation or cancellation.

8. Records
8.1. The Licensee must maintain in accordance with section 33 of the Act:
8.1.1. a record of all regulated activities carried out under this licence,
including, where appropriate, maps and plans; and
8.1.2. a record of compliance audits by internal or external auditors
required under the Regulations; and
8.1.3. any other records required by the Regulations.
8.2. The Licensee must provide the Regulator or the Director of Gas

Safety with a copy of the records maintained under clause 8.1 upon
receipt of written notice from the Regulator or as prescribed in the

Regulations.

8.3. The Regulator or the Director of Gas Safety may issue a guideline
detailing what information, reasonably required for the administration of
the Act, the Licensee is required to record. The Licensee must

comply with any such guideline.
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9. Compliance Plans and Reports

9.1.

9.2.

9.3.

9.4.

9.5.

9.6.

The Licensee must develop and submit a compliance plan to the

Regulator.

The compliance plan must be submitted to the Regulator on such

date as notified by the Regulator.

The compliance plan is to be made in accordance with and take
account of any standards and procedures or guidelines issued by the

Regulator.

The Licensee must undertake community consultation on aspects of

compliance plan which may affect the public.

The Licensee must consider any comments made by the Regulator
on the compliance plan and, if required by the Regulator, amend
provisions of a compliance plan related to reporting to the Regulator,
including processes for capturing and analysing data that is to be

reported.

The Licensee must provide to the Regulator a copy of any documents

of the following types prepared in relation to the Authorised Pipeline:

9.6.1. plan addressing safety issues

9.6.2. risk assessment study report.

10. Standard and Procedures

10.1.

At the written request of the Regulator, the Licensee must participate
to the extent specified by the Regulator in the development, issues
and review of any standards and procedures specified by the
Regulator which is, in the opinion of the Regulator, relevant to the
achievement of the objects of the Act or to the functions of the

Regulator under the Act.
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10.2. The Licensee must, in accordance with directions of the Regulator,
report to the Regulator on its performance against applicable

standards and procedures.

10.3. If the Regulator considers that the Licensee has failed to comply with
clause 10.1, the Regulator may issue standards and procedures

applicable to the Licensee and with which the Licensee must comply.

11. Adviceto the Regulator

The Licensee must report to the Regulator as soon as possible the occurrence of

any of the following circumstances:

11.1. The Licensee is put under external administration as defined in the

Corporations Act 2001 (Commonwealth); or

11.2. The Licensee’s circumstances change such that the Licensee’s
ability to meet its obligations under the Act, the Regulations, National

Gas Code or this licence.

12. Insurance

The Licensee must arrange and maintain with one or more insurers, adequate
contract works and public liability insurance in respect of the potential for any loss,
harm or damage caused to any person or property arising out of, or in any way
connected with, the action or inaction of the Licensee or any of its agents or
employees, or of any contractor or subcontractor of the Licensee pursuant to this

licence.

13. Communications

13.1. A communication must be in writing.

13.2. A communication is to be regarded as having been given by the

sender and received by the addressee:

13.2.1. when delivered in person to the addressee;
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13.2.2. where sent by post, on the 4" business day after the date of

posting, if the communication is posted within Australia;

13.2.3. where sent by post, on the 7" business day after the date of

posting, if the communication is posted outside Australia; or

13.2.4. when, according to the sender's transmission report, received

by facsimile transmission by the addressee.

14. Management and Operating Contracts

14.1. The Licensee must advise the Regulator of the entering into, by the
Licensee, of any contract under the terms of which another person
assumes, or will assume, operational responsibility for carrying out any

substantive part of the operations authorised by this licence.

14.2. The Licensee must submit to the Regulator not less than 14 days
prior to the commencement of any contract referred to in clause 14.1:

14.2.1. the identity and contact details of the other person;

14.2.2. details of the nature of the operations that the other person will

assume responsibility for carrying out; and

14.2.3. details of the relevant qualifications and experience of the other

person to undertake the specified operations.

Signed

Andrew John Reeves
DIRECTOR OF GAS

15 July 2008
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Schedule 1 - Definitions and Interpretation

Part 1 - Definitions

“Act” means the Gas Pipelines Act 2000 (Tas);

“Authorised Pipeline” means the Pipeline as described in the Schedule 2;

“communication” means a notice, agreement, consent, direction, representation,

advice or statement required or given pursuant to or in connection with this licence;

“compliance plan” means a written plan developed by the Licensee outlining the
procedures, practices and strategies for managing and auditing the Licensee’s
compliance with the Act, the Regulations, the National Gas Code, other relevant
permits, licences and authorities and this licence. The compliance plan must include
(amongst other things) details of standards, indicators and targets for measuring the
Licensee’s compliance performance and must be in accordance with AS3806

[compliance program];

“Licensee” means Tasmanian Gas Pipeline Pty Ltd (ACN 083 052 019);

“National Gas Code” means the National Third Party Access Code for Natural Gas

Pipelines Systems;

“Regulations” means any regulations made pursuant to the Act;

“standards and procedures” means overall performance standards or codes of
conduct which are issued by the Licensee under clause 10.1 or by the Regulator under

clause 10.3; and

“writing” includes any mode of representing or reproducing words, figures, drawings

and symbols in a visible form.
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Part 2 - Interpretation

In this licence, unless the context otherwise requires:

2.1 headings are for convenience only and do not affect the interpretation of this

licence;
2.2 words importing the singular include the plural and vice versa;
2.3 words importing a gender include any gender;

2.4 an expression importing a natural person includes any company, partnership,
trust, joint venture, association, corporation or other body corporate and any

governmental agency;

2.5 areference to a condition, clause, schedule or part is to a condition, clause,

schedule or part of this licence;

2.6 a reference to terms of an offer or agreement is to all terms, conditions and

provisions of the offer or agreement;

2.7 a reference to any statute, regulation, proclamation, order in council,
ordinance or by-law includes all statutes, regulations, proclamations, orders
in council, ordinances or by-laws varying, consolidating, re-enacting,
extending or replacing them and a reference to a statute includes all
regulations, proclamations, orders in council, ordinances, by-laws and

determinations issued under that statute;

2.8 a reference to a document or a provision of a document includes an
amendment or supplement to, or replacement or novation of, that document

or that provision of that document;

2.9 a reference to a person includes that person's executors, administrators,
successors, substitutes (including, without limitation, persons taking by

novation) and permitted assigns;
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2.10 when italicised, other parts of speech and grammatical forms of a word or

phrase defined in this Part 2 have a corresponding meaning;

2.11 a period of time:

(@) which dates from a given day or the day of an act or event is to be

calculated exclusive of that day; or

(b) which commences on a given day or the day of an act or event is to be

calculated inclusive of that day;

2.12 an event which is required under this licence to occur on or by a stipulated

day which is not a business day may occur on or by the next business day;

2.13 In the event of any inconsistency between the conditions of this licence and

the Act, the Act will prevail to the extent of such inconsistency;

2.14 In the event of any inconsistency between the conditions of this licence and
the schedules, the conditions of this licence prevail to the extent of such

inconsistency.
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Schedule 2

Description and Technical Design Specification of the Authorised

Pipeline

1. Bell Bay Meter Station Upgrade

The construction work on the Tasmanian Gas Pipeline consists of modifications to the
current Bell Bay Meter Station to provide an expanded fuel gas supply to the newly
constructed and adjacent Tamar Valley Power Station (TVPS) and to meet potential

growth in industrial demand for natural gas.

In summary, the Bell Bay Meter Station upgrade comprises the following:

* Installation of two new Water Bath Heaters (WBH) and re-arrangement of an
existing WBH;

» Rearrangement of pressure regulating skids to provide primary pressure

reduction for the new and existing generators associated with the TVPS;

* New primary and secondary pressure regulation skids and metering facilities to

new gas turbine generators;
* Modifications to heater fuel gas and instrument air systems;

» Decommissioning the existing off-take pipeline which delivers gas to the
120MW thermal units currently located on the foreshore of the Tamar River

(Hydro Tasmania); and

* Construction of a new pipeline, the design parameters of which are specified in
Table 1 below.
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Table 1: Pipeline from Bell Bay Meter Station to the Tamar Valley Power Station

Parameter

Unit

Outside Diameter 100mm & 200mmNB

Outside Diameter 100mm & 200mmNB

Pipe Grade

API 5L Grade B/ASTM - A106

Wall Thickness Up to 12.7mm

Wall Thickness Up to 12.7mm

Minimum Installation Depth

Above-ground piping and equipment to be
installed on supports. Below ground piping
installed in accordance with the risk
mitigation design approved by the Director

of Gas Safety but not less than 750mm.

Minimum Standards

AS2885.1:2007 (& all subsumed applicable
standards) API Specification 5L

Fluid Handled Dry Natural Gas

Fluid Handled Dry Natural Gas

Specific Gravity (Gas) 0.61

Specific Gravity (Gas) 0.61

Design Operating Pressure (max)

15.3MPa

Design Hydrostatic Test Pressure (min)

19.1MPa

Pipe Coating Paint System

Pipe Coating Paint System

Attached Figures

Figure C-1

construction work.
Figure C-2
Figure C-3  Process Flow Diagram
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Figure C-1: Bell Bay Meter Station Location
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Figure C-2 Bell Bay Meter Station — Proposed Upgrade Layout

Fr a1 =

¥ FSE—HS—LE5E 5 LHAPADYNEN 135SY FLNTY w o ) =
1t PR ST POl L SENe i) SPN - WA bl e
NOLYDOT LNIDd HASHE ML A0S TR S
Wy 1d L0 — —

ROLYLS LE1IN LVE T

NOLLYLS 313N Lvd THEE

N G

Bl S3H1AW 40 3T

.

438

53 LW orM T

-
oan % 3 JNIaEd

| ————

ne
_ _ _ =8 _ 00D Day ML DHIMT U] _
J. F] SAUNDed 130 - FDNH
S 5
I
I MOILTLS MMOd
| I 01 00 35END LU
_ e e - Al oleis d3modaw WA T omo e W a@TRA T
| DA A4S 900 S2Ra
[ | WELLYLE 43904 H Ro WY OGR4 TI0478 dA5an
L5205 K O¥0H D | o AddTE RS B NI mpem mem
{ SIS D 1l R el
. 05 — =
. > W E [N
-, v £F E . b +
1 ", Py z" & W {
5 | LN N Lzl b i
- _|_ h HALTHS 1] L m w t
= $ | — AT g= euf i [12 14 3sva s { 'y
= Em Qi L [ T I ] {
= 1 &= = mpvwsY D i | — f] {
& | ] wn Em ! £ | t
— EE i S L] F
= 1 7= new Ben 3 ! "
= | new b
m = {
o = ¢
! o i
- | o @ T = !
I o " ble | TR I P ;
3 T i o £ m = mz ! ! {
| * o = = = i i
(ST - | 5 . 4 i H
ERCE =] ) 3 =z H 1
. 145 + 1 H ; a|(| 5% 7 | !
s 365 K s ' = B = 1 1
nm = = | i
i . p == = - . at W i5H ]
™, -] ) | L ! -
| Y - B = == - - 1 B | T
| Iy ST [ B T
1 = L (e zhL3 ¥ ccaecm
| | g gl zk { _ = =
k = B = ]
1 % = s T ;
f me o !
e = i —
s e —— - 1
¥ i )
H I
n } 954 445 W OFDN LS0A T2 [ |
|t i - ! | o
) T ] 7
i, v | L
| S et - s e ﬁ . . . - m..
f { =
5, L T
™, b = d
~ ] ’ ] B
., G 38 0 ' ;
o T TALEE - v 32 g8 £9 AR
— [ Lm e
o K Uy x> e e 1]
I -1 da "2 -
p_mo =Aa Zh =h A==l 4o 5w
i == SaHa T STEF
E ¢+ AR [ R NS EHEEENNG W
¢ ¢ da o = wrneey 3
i = = B = "
— |
I
p TS ¥
LW BrsmTag L

Pipeline (Construction) Licence — TGP PTY LTD



Figure C-3 Process Flow Diagram
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2. Supply Pipeline to Westbury Meter Station

The construction work on the Tasmanian Gas Pipeline consists of modifications to the
current Westbury Meter Station to provide a filtered and metered gas supply to the

proposed BOC Process plant.

In summary, the BOC Westbury Meter Station annex* and pipeline scope comprises the

following:

e Modification and expansion to the facility to provide a new filter and metering

(process) skid;

e Installation and commissioning of new process skid equipment and re-

arrangement of an existing off take facility;

e Installation and commissioning of the new off take high pressure pipeline which
delivers gas to the BOC Process Plant which will be located within an adjacent

lot at Birralee Road in Westbury; and

e Construction of a new pipeline, the design parameters of which are specified in
Table 2 below

The new lateral pipeline to supply the BOC site will be laid within the existing TGP gas
pipeline easement as far as the BOC site. The pipeline will be designed, constructed

and operated in accordance with AS2885 standards.

! Includes ancillary works including civil, instrument and electrical activities.
Pipeline (Construction) Licence — TGP PTY LTD

15



Table 2: Pipeline from the modified Westbury facility to the Custody Transfer
Point (CTP) within the BOC gases facility

Parameter Unit
Outside Diameter 100mm & 200mmNB | 80 mmNB
Pipe Grade API 5L X42Grade B/ASTM A106
Wall Thickness Up to 12.7mm 4.8t05.4 mm

Minimum Installation Depth

Above ground piping and equipment to be
installed on supports.

Below ground piping installed in accordance
with the risk mitigation design approved by
the Director of Gas Safety but not less than
750 mm

Minimum Standards

AS2885 (and all
standards)
API Specification 5L

subsumed applicable

Fluid Handled Dry Natural Gas

Dry Natural Gas

Specific Gravity (Gas) 0.61
Design Operating Pressure (max) 10.2 MPa
Design Hydrostatic Test Pressure (min) | 15.3 MPa

Pipe Coating Paint System

Above ground painting specifications current

at the time of construction.

Attachments:
Figure W-1
Figure W-2
Figure W-3
Figure W-4
Figure W-5
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BOC Meter Station (P and ID)
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Figure W-1 Westbury Supply Pipeline Location
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Figure W-2 Westbury Meter Station Proposed Upgrade Layout
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